Abstract. While research supports the use of graphic data representations in interfaces and control systems, work in this area has focused on relatively small systems with a limited number of variables. This paper describes an approach to designing a visual application for a semiconductor manufacturing plant. This is a complex, large-scale system requiring a structured design methodology. First, using cognitive work analysis techniques an Abstraction Decomposition Space (ADS) of the system is generated. Second, as with ecological interface design, we demonstrate how this ADS can inform the display design. The complexity and scale of the system has required us to make adjustments to both of these frameworks. The resulting display requires multiple views of the system, information hiding and user interaction. Taking a wider set of analyses onboard, we present a design rationale supporting the explicit representation of hierarchies, the compatibility of views and the use of contextual navigation.
Introduction
The visual representation of data in control interfaces has been shown to increase performance and reduce human error [1, 2] . Research into the area of external cognition has indicated that the correct graphical encoding of data allows us to exchange cognitive operations for perceptual operations thus improving performance [3] . Techniques for the encoding of data using visual variables have been explained and validated [4, 5] . While the knowledge gained from this work can be used to inform visual design, much of the experimental work has focused on small problem spaces involving a limited number of variables [3, 6] . In these situations improved performance can be attributed to the externalisation of low-level cognitive operations such as search, comparison and integration, freeing up short term memory to focus on higher level tasks.
For interactive systems a structured approach to design is required. Data representations should not be created in isolation but must be considered in relation to the overall system. Various different approaches to user studies, requirements gathering and design evaluation already exist. While these are helpful in defining information requirements and useful for post-hoc design evaluations, there is relatively little information on how to transform information requirements into visual displays. This has been referred to as "the Design Gap" [7] . The design gap can be attributed to the large number of factors that effect visual displays and the diverse areas of research which are relevant to this field. In this paper we present a complex socio-technical system and outline an approach for revealing user requirements. We then present a design rationale that creates a visual display informed by our initial system analysis coupled with a range of design guidelines, thus bridging the design gap for this particular problem.
Complex Sociotechnical Systems
Complex sociotechnical systems are work environments that involve large problem spaces, multiple users & high-levels of automation. As open systems they frequently feature conflicting constraints, dynamic data, coupled components and unanticipated events. Examples of such environments include industrial process control, air traffic control and surgery theatres. Workers in these environments observe and interact with large volumes of real-time system data. This data is often multivariate with complex relationships existing between data sets. The cognitive activities involved in such systems go far beyond the low-level operations mentioned above. The complexity and scale of these systems means that data must be structured in a manner that is meaningful to end users before it can be visualised.
Design Framework
Ecological Interface Design (EID) [8] is a framework for designing interfaces for complex systems. It takes a two step approach first specifying the content to be displayed and then designing the visual form. While the framework is well defined it can be extended in a number of ways.
Firstly, the framework was originally defined in relation to process control. In order to test the frameworks generalisability it is important to apply it to different domains. Here we apply it to a High Volume Manufacturing environment.
Secondly, the example in the original framework deals with a representational microworld. A microworld is a pared down version of a real world system. It maintains aspects of a systems complexity while being simple enough to carry out accurate controlled experiments. The DuressII [8, 9, 10] system, around which the EID framework was developed, benefited from having a relatively small set of variables, a simple physical structure and a single operator. Our study deals with the large scale, highly complex process flow involved in semiconductor manufacturing.
Thirdly, while the principles of visual design proposed by the framework provide us with guidelines, they do not deal with the actual visual rendering of the components. This allows the framework to remain general. With smaller domains the principles can be achieved through rudimentary graphic techniques such as spatial arrangement. However large scale systems require more sophisticated representational techniques. We discuss the application of these techniques to the High Volume Manufacturing domain.
The EID Framework
Here the two stages involved in the EID framework are explained. The first stage involves the specification of content through the generation of an Abstraction Decomposition Space (ADS) [9] a tool used in cognitive work analysis. The second stage applies three principles of visual design to the content in the ADS to inform the interface design.
Specification of Content
Cognitive Work Analysis (CWA) [10] is a methodology created to analyse complex socio-technical systems. It takes a different analytical approach to other Human Computer Interaction research methods. Instead of looking at a work domain in terms of users and specific contexts of use; it aims to describe the complete domain in terms of the systems constraints. This generates a field description of the entire system. A good analogy for explaining field descriptions is that of helping someone to find their way to a location. User focused research will describe how a task is completed by an individual. It specifies a number of actions carried out to complete the task. It can be compared to giving someone a set of verbal instructions on how to get to a location, take the first right, then the second left etc. A field description describes the constraints under a task can be completed. It is more comparable to handing someone a map with their current location and target marked. This allows them to find their way but also to adjust their route should the need arise. A field description accommodates different worker roles in the same system. It can deal with nonnormative work scenarios and can provide a more accurate model of the system. The Abstraction Decomposition Space (ADS) [11, 12] is an analytical tool used in CWA to create a field description of the work domain by combining a decomposition hierarchy with an abstraction hierarchy. A decomposition or partwhole hierarchy splits a system into its subsystems and then subsystems into components. It reduces complexity by dividing a system into smaller units. An abstraction hierarchy is a description of a system in terms of functionality, from highlevel goals down to the physical description of individual components that carry out basic physical tasks. Rasmussen proposes five divisions for process control; functional purpose, abstract function, general function, physical function and physical form. The ADS places these hierarchies orthogonally against each other providing us with a multilevel view of the system where each level describes the entire system at a different granularity. DuressII was a thermal-hydraulic process simulation around which the EID framework was developed. Figure 1 shows the ADS for this system. The ADS can be used to define the information requirements of individual users through use-case mappings [10] .
Design of Visual Form
The EID framework outlines three principles for visual design of interfaces based on the Skills, Rules, Knowledge (SRK) taxonomy [13] . This taxonomy defines three levels of cognitive control that a user can exert over a system, distinguished by the manner in which the system is represented internally. Skills Based Behavior (SBB) involves reactive behavior to real-time system data. It describes how an expert user responds to temporal information about system components to maintain stability. Generally these actions are so fluid that they become instinctive and are not verbalised by users. Rule Based Behavior (RBB) relates to procedural tasks that follow a plan of action. They are guided by rules defined by the constraints of the system. While they can be learned and practiced to the point of fluency the actions can generally be recognised and verbalised by the user. Knowledge Based Behavior (KBB) relates to higher-level decision making. It generally involves reasoning at multiple levels of abstraction and requires knowledge of the complete relational structures in the system. KBB is used in fault diagnosis and performance analysis.
Levels of Cognitive Control
The way in which information is interpreted facilitates different levels of cognitive control. Vicente provides a good example with the controlling of a valve using a flowmeter [10] . The flow-meter consists of a measurement scale, a target indicator and a pointer. Given the task of stabilising the flow at the target the flow-meter becomes a signal. The time and space data given through the flow-meter gives the operator temporal feedback facilitating control. This is Skills Based Behavior. If the user closes the valve but the meter still indicates a flow, it becomes a sign. The mapping between the valve and the feedback from the flow-meter indicates that there is a miscalibration between the meter and the valve. This is Rule Based Behavior. If the user recalibrates and the problem arises again the meter becomes a symbol. It becomes an element in the overall system that is related to other components and through it we can diagnose a leak in the valve or another fault in the system. This is an example of Knowledge Based Behavior.
Principles of Visual Design
The flow-meter example describes cognitive control of a single component through a physical interface. With modern sensor and display technology it is possible to integrate the control and feedback display for entire systems into a single digital interface. The EID framework notes that careful consideration must be given to the representation of system data to ensure safety and efficiency of use. Three principles of visual design are provided, each associated with supporting a level of cognitive control. 1. SBB -to support temporal control of a system direct manipulation should be used.
Also the representation should be isomorphic to the part-whole structure. 2. RBB -provide a consistent one-to-one mapping between constraints and the cues or signs provided by the interface. 3. KBB -represent the work domain in the form of an abstraction hierarchy to serve as an externalised system model.
Application of EID
As a representative microworld DuressII sought to capture many of the characteristics of process-control in complex systems, while remaining simple enough to facilitate experiments. To achieve this, the complexity of the system was limited. The presence of a dual supply system introduced the complexity associated with coupled components. Despite this coupling, the overall process can still be identified as having a linear supply & demand relationship. The scale of the system was also limited. A small number of subsystems and components gave a total of thirty seven system variables. Finally, the system was designed for a single operator.
The limited scale and complexity of the system made it easier to follow the design principles set out by EID. SBB was satisfied by providing visual representations of the component related data and their associated controls on-screen. RBB was satisfied by showing all components in a single view and by making their coupling visually explicit. This would not have been possible with a larger system or more complex coupling. KBB was supported by grouping components according to their subsystem. This allowed the ADS to be represented by way of visual chunking.
In the remainder of this paper we apply the EID approach to the domain of High Volume Manufacturing. We note a number of differences between the two systems and make adjustments to the EID approach in order to accommodate them.
Case Study: Semiconductor Manufacturing
Modern High Volume Manufacturing (HVM) environments are examples of extremely complex socio-technical systems. They combine sophisticated factory automation with the changing demands of dynamic markets. A common constraint across HVM is the conflicting goals of achieving high volumes of production while ensuring that equipment continues to operate within acceptable quality control limits. High production volumes place equipment under stress, which may affect the quality of the product and the overall product yield. This requires equipment to receive more maintenance and repair. However, repair causes more downtime leading to lower levels of production. This conflict is generally resolved by humans who must reconcile manufacturing (production) focused and engineering (quality) focused priorities.
Description of System
Semiconductor Fabrication Plants (Fabs) are HVM environments involving hundreds of machines (described as tools) and a highly complex process-flow. The overall production process between raw silicon and final semiconductor is divided into a number of segments. Segments can be further subdivided into a number of functional operations that build parts of the semiconductor device. As semiconductor manufacturing is a multilayered process, some operations may be repeated in different segments, introducing circulation and re-entries into the process-flow. Operations are carried out on specific tools which are categorised according to specific functional activities; for example etching or lithography. Multiple tools carrying out the same operation are gathered together into a toolset. Groups of toolsets that carry out the same general function form a functional area. This complex relationship between process-flow and functional areas is shown in fig.2 .
Fig. 2. Relationship between Process-Flow and Functional Area
Process flow is a manufacturing concept while functional areas are related to engineering concerns. This relationship indicates how the conflicting goals are disseminated throughout the system.
Social Organisation
Responsibility for controlling the Fab is spread across the social organisation of workers. Two of the main structures within the social organisation are manufacturing and engineering, mirroring the conflicting goals mentioned above. Within these structures a management hierarchy exists. Factory floor workers focus on smaller parts of the overall system and have limited information requirements for carrying out their jobs. Management level workers make decisions that relate to larger portions of the overall system. These decisions are directly affected by the production/quality conflict.
Development of Whole System Interface
Currently the system is operated through a range of individual applications. These have been developed to support specialist operations and provide only partial views of the overall system. Control applications exist at the tool level providing data relating to tool performance. While this allows an operator to control their tools, it is difficult to relate the data back to higher level metrics that inform us about the overall system state. The result of this set-up is that information must be combined from multiple sources to gain an understanding of system performance at higher levels of abstraction. Currently this is done through the manual generation of reports and verbal communication at management meetings.
The current information systems support the temporal control of system components. We can think if this as enterprise level SBB. However, enterprise level KBB cannot be supported through these systems as there is no interface that explicitly represents the relational structures of the fab. Such an interface would have a number of benefits over the current reporting tools. It would make it easier to see the effect of the conflicting goals at higher levels of abstraction, it would enable users to quickly drill-down and locate the cause of these conflicts and it could allow users to recognise patterns in system behavior. Here we attempt to use the EID framework to generate such an interface.
Development of ADS for HVM
We have discussed how the ADS for the DuressII system was generated by combining a functional abstraction hierarchy with a physical decomposition. In the Fab environment the physical decomposition has limited use. While physical tools match functional operations at the lowest levels, circulation in the process-flow means that physical and functional relationships no longer equate at higher levels of abstraction. In figure 2 we can observe that values associated with a process segment have no relation to values associated with a toolset. If a physical decomposition is no longer valid what other constraints can we use? The decomposition hierarchy is not limited to physical constraints. Other examples of system constraints that may be used include functional purpose, organisational and legal constraints [8] .
Two Decomposition Hierarchies
We have already outlined two functional constraints of the system that are common across HVM environments. Both of these have had a direct effect on the organisational structure and both can provide decomposition hierarchies. The manufacturing hierarchy organises the system into different levels of granularity according to product position in the process-flow. The hierarchy consists of a process which is divided into segments which in turn are subdivided into operations. This facilitates a horizontal view across the process-flow. The engineering hierarchy allows us to think about the system in terms of equipment. It provides us with a vertical view down into functional areas, toolsets and tools ( fig. 2 ).
The Abstraction Lattice
Both of the views mentioned above are valid system decompositions and can be used to generate independent ADSs of the system. However, as conflicting goals they are non-analogous. Items in similar positions in their individual ADS structures may not be related. How can we integrate these into a single model of the system that displays both structures? While they are very different at the abstraction level of functional purpose, they share the same properties at the level of physical form. This commonality can act as a bridging point between the two views. This allows us to develop our model as an Abstraction Lattice ( fig.3 ). An Abstraction Lattice allows us to reason our way down through levels of abstraction in one view and then up through levels of abstraction in an alternative view of the same system. This approach allows us to reflect the Abstraction Hierarchy across the level of physical form joining up the two ADS representations. Our new ADS ( fig.4) captures all of the system variables from both view at multiple levels of abstraction. This completes the first stage of the EID process. This ADS gives us a field description of the system and can be used to carry out use-case scenario mappings for various tasks [14] .
Fig. 3.
The Abstraction Lattice  Fig. 4 . ADS for Fab
Information Requirements
Our goal is to facilitate KBB in relation to the overall system. To allow for this we need to supply an interface that can achieve a number of goals. Firstly, it must communicate information relating to both views of the system. Secondly, it must represent information from these views at different levels of abstraction. Thirdly, it must allow the user to combine information across the views at different levels of abstraction. In the next section we show how this modified ADS requires a different approach to visual representation than the approach used with the DuressII system.
As previously discussed, the DuressII system used data chunking to embed the abstraction hierarchy into a visual design. A number of factors made this possible. Firstly, the ADS of the system used a physical decomposition hierarchy. In the interface subsystems were indicated through the physical clustering of components and traversal of the ADS was made possible through visually focusing on specific areas of the overall display. Secondly, the relatively small scale of the system meant that it was physically possible to display all of the variables in a single screen.
Differences between Microworld & Real World Applications
The Fab is a much more complex system. As we have seen, circulation in the processflow means that a physical decomposition does not provide us with a useful model of system functionality. Our ADS uses two decomposition hierarchies based on the conflicting functional constraints of the system. While these hierarchies are related at certain levels they are not analogous and cannot be combined into a single graphic form, therefore both must be embedded in the display if KBB is to be supported. The scale is also different. While microworlds deal with a small number of variables, the fab features thousands of variables of different data types. Limitations of perception and cognition make it difficult for humans to work with this number of variables of mixed data types and complex structures. Bertin's "impassible barrier" indicates how it is impractical to represent relationships in data with more than three variables in a single image [4] . Furthermore, if we are to allow for direct manipulation of these variables, there is a lower-limit to the physical size we can represent them. This limits the number of variables that can be represented on a single screen. In order to represent the data we need to hide information within the levels of abstraction supplied in the ADS. Higher-level metrics or summary data can act as gateways into specific lower-level data. A challenge that arises with this is how to avoid "keyholing" [1] , where the presentation of detailed information hides its context in an overall system.
Properties of Final Display
The differences in scale and complexity mean that visual chunking cannot be used as a technique for embedding our ADS in our final interface. This is further supported by the fact that our views are non-analogous, meaning that both hierarchies must be represented. We have defined three goals that our final interface must achieve if it is to support KBB. Enclosure uses area to represent nodes. Child nodes are contained within parent nodes in a recursive manner. Thus connections are indicated through enclosure. This approach allows us to use the area of nodes to convey quantitative data (Q) associated with the system. Again this techniques runs into difficulty when displaying large hierarchies as the deepest cases become very small and difficult to see.
The visual chunking of components in the DuressII system is a form of the enclosure technique. The need to represent quantitative component variables makes the connection technique unsuitable. Given the existence of two hierarchies we propose a dual display approach for our interface allowing us to divide up these representative tasks. This allows us to think about the visual representation of each hierarchy independently.
Suitable Representation is Defined by Task
The concepts above deal with visually representing the structure of a hierarchy. Having a view of the overall structure of a hierarchy is important for developing a full understanding of the system it represents, however this is only one use of it uses. The visual representation of hierarchies and their contents facilitates a number of tasks including: perceiving balance and connectivity of structures; making comparisons and navigating between levels; transferring content between levels; making comparisons and navigating within a level and; transferring content within a level. While many different techniques for displaying hierarchical information have been suggested ( fig.7 ) they tend to support different tasks and actions to varying degrees of success. Here we review a set of common techniques and indicate the tasks they can support.
Fig. 7. Hierarchy representation techniques
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Analysing our Case Study Hierarchies
No single representation supports all possible tasks related to hierarchies with maximum efficiency. In order to understand what representational technique is best suited to our problem we analyse the hierarchies involved in our ADS. We examine each view under the following three terms: purpose and task, data involved and depth of hierarchy. Purpose and task can inform the general technique we use for representing the hierarchical structure. Knowledge of data types can be combined with rules of data representation [4, 5] to further inform the display. The depth of the hierarchy can indicate whether a list-style presentation of the hierarchy is possible.
Process view Purpose & Tasks:
This manufacturing based view is a horizontal view across the process flow. The purpose of the view is to see the volume of product in the plant. This should allow the user to see the productivity level of toolsets, segments and the overall fab. The view at the lowest level allows the user to spot potential bottle-necks in the process-flow. The tasks involve viewing product levels at an operation (toolset), comparing product levels between toolsets, viewing product distribution across the process, viewing product capacity levels in segments and viewing product capacity across the entire fab.
Data Involved: The structure of the hierarchy is based on the division and subdivision of the process flow into more manageable units namely process, segment and operation. As a part-whole hierarchy it is possible to think of operations as having a quantitative relationship to both its parent segment and the overall system. As the process flow is a series of consecutive steps the nodes within each level can be said to have an ordinal relationship with each other. The additional data variable to be displayed is volume of product. This is quantitative data.
Depth of Hierarchy:
The hierarchy is shallow consisting of only 3 levels process, segment and operation. 
Display design of process view
Design Rationale: With only three levels of depth the process hierarchy is relatively shallow and may be easily flattened. This allows us to convert it into a list representation making it easier to understand [16] . The ordinal relationship between nodes at all levels further supports this list representation as the use of a spatial axis supports ordinal data ( fig. 8a ). However, a list style presentation is not optimal for displaying the quantitative values associated with product volumes. Having segments interspersed with operations makes it difficult to carry out quantitative comparisons at these different levels of abstraction. An alternative approach is to use a treemap ( fig.  8b) . Here the higher level metrics are created naturally through the use of enclosure. Unfortunately the display then loses the ordinal relationship between the nodes necessary for comparison. A solution is a hybrid between the two. The enclosure technique is combined with a list to give a display that allows for both comparison at a level and between levels of detail ( fig. 8c ). The volume metric can then be expressed through position of point or area as both of these visual variables support quantitative information [4] .
Functional View
Purpose & Tasks: The second display, the engineering based view, is a vertical view down into the system. The purpose of the view is to analyse the performance and availability of equipment across the fab. This involves looking at data from individual tools and toolsets and understanding the relationship between lower level data and higher level metrics. The tasks include accessing tool data, comparing tool data, controlling tool activity, transferring tools between toolsets, accessing and comparing toolset metrics.
Data Involved: The structure is a taxonomic hierarchy based on functional activity. This means that the relationship between nodes both vertically (down through the levels) and horizontally (across a level) is nominal. While different functional areas will have different numbers of toolsets, tools may operate at different speeds (throughput rates) so proportional or quantitative relationships between toolsets and functional areas are not very relevant. While the process view only needed to carry one additional variable (volume), functional view nodes have a number of associated variables relating to performance and availability at all levels. Some of these variables can be calculated into higher-level metrics relating to parent nodes. For example the health of a toolset is derived from the health of its associated tools which in turn derive their health from a set of sensor readings.
Fig. 9. Display design of functional view
Depth of Hierarchy:
The functional hierarchy has two further levels not represented on our ADS. At the top level we have the overall Fab and at the lowest level we have individual tool variables that give us the tool health figures. This is a deeper structure consisting of five levels fab, functional area, toolset, tool and tool variables.
Design Rationale: As the structure is a deep taxonomical hierarchy it should not be flattened into a list form. The structural organisation is nominal not ordinal so a treemap type approach is possible. A treemap approach could also support a health metric through area and an availability-metric through colour. However, one of the tasks is the comparison of attributes at different levels. The arbitrary shapes generated by the treemaps space-filling recursive algorithm, coupled by the small display sizes at the lowest levels of granularity makes this comparison difficult. What we require is a path through the hierarchy displaying metrics at each level of granularity. The windows explorer ( fig. 9a ) allows us to unfold hierarchies through interaction, but it only displays data for one active node at a time and this appears in an adjacent window. The hierarchical browser ( fig. 9b ) also unfolds a hierarchy but it achieves it by opening a new adjacent list of nodes each time a node is accessed. Our display needs to combine the information hiding techniques of the windows explorer with the display capabilities of the hierarchical browser. However rather than displaying all of the associate nodes in the path we display only the metrics for the nodes associated with the path. By aligning these metrics along a horizontal axis it should become possible to read and compare performance across levels in the hierarchy as well as drilling down into the hierarchy to reveal the explanation for the metrics (fig. 9c ).
Making Views Compatible
Achieving Knowledge Based Behavior requires information from both views of the system and at various levels of abstraction. We identify three qualities that our representations must have in order to achieve this. The representations must allow the user to: 1. Easily differentiate between the two hierarchies 2. Relate low-level data to higher level metrics 3. Identify relationships between views
Visually Differentiate between Hierarchies
The abstraction hierarchies for both views are similar in form and scale. This makes it possible to carry out use-case mappings and reveal information requirements [14] . However, the similarities must end here. The two views relate to different information and are used in different ways. Workers in manufacturing have a greater interest in process flow while engineering is more concerned with the system health. While many workers will benefit from having both views, it is critical that their visual representations make them easily discernible. There are a number of reasons for this.
Firstly, similar representations would require labeling and the reading of labels to allow for differentiation. This increases the cognitive work load of the user and would reduce performance. Secondly, a similar rendering of the hierarchies would give a false impression of correlations between levels of abstraction. This would give a false interpretation of the data relationships as the hierarchies are non-analogous and this correlation does not exist. Thirdly, a resemblance between the views could lead the viewer to access the wrong information. An example of this would be browsing through a process view when looking for health information.
We have seen that there are many different ways to visually represent hierarchies. It is important that we select methods that are visually different to avoid the problems listed above. In our case the tasks associated with the hierarchies and the data involved have already guided us toward different visual representations.
Relate Low-level Data to High-level Metrics
Abstraction hierarchies allow us to structure complex systems and help in the development of conceptual models. They also enable us to abstract low-level data into higher level metrics allowing us to view system state information at different levels of detail. It is important that the visual representation allows us to understand the hierarchies involved. Different display techniques can achieve this in different ways.
In the proposed process view ( fig. 8 ) we need to represent the product volumes at the level of operation, segment and overall process. Volume is a quantitative variable and can be represented through either spatial position ( fig. 8d) or area (fig 8e) . While the spatial position of a point is a valid representational format, its small surface area makes it difficult to see volumes across multiple areas. The other alternative, using area, allows us to see waves of product volumes across the process. It allows us to make visual estimations of volumes between segments and can also be used at the level of segment and process to indicate product levels with regard to a maximum volume.
The functional view is somewhat different. Multiple variables exist at each level of abstraction. These relate to a number of different metrics including availability (time to next scheduled maintenance), health and health history ( fig. 10 ). All of this information is important for diagnostic tasks allowing a user to search and compare data in order to find causes of faults. Readings at any specific level may be horizontal or vertical. For example a user with responsibility for the etch area may look across the etch data and see that the health level is lower than expected. By clicking on the etch label the user can expand the matrix to reveal the lower level toolset data. Now, by scanning vertically down the health readings the user can identify the toolset with the lowest health. By repeating these actions on the toolset the user can identify the tool(s) responsible for the low health reading and act accordingly. This representation combines the advantages of the hierarchical browser with a matrix arrangement. Information relationships across levels of abstraction can be made explicit by using a common visual variable and spatial arrangement. The result is a display that allows us to hide detailed data behind higher level metrics but can also reveal information at multiple levels of abstraction by folding out the matrix. 
Identify Relationships between Views
The views offer two alternative ways of looking at the system. While they are nonorthogonal, certain relationships exist between them that are important for decision making. For example, the volume at an operation contributes or correlates to the volume at a toolset, so knowing the health of that toolset is helpful if manufacturing decisions are about to be made. Similarly, if a tool is about to be shut down for repair, it is important to know the health of the other tools in the toolset and the volume of work that is about to arrive.
We make these relationships explicit through the use of contextual highlighting. On selecting a functional area, the related operations in the process flow are highlighted ( fig. 11 ). This allows the user to see how product levels are related to the health of that area. As a user drills down through the functional hierarchy, the number of related operations decreases making it easier to see this relationship. The flattened presentation of the process hierarchy is helpful as functional activities are scattered throughout the process. From the other perspective if the user notices a peak or a trough in the process flow, rolling over an operation will highlight the related functional area. 
Make Relationships Explicit
To support Knowledge Based Behavior the user must be able to fully navigate both hierarchies. This allows them to gain a full understanding of the system state. This movement may occur in different ways depending on the task being carried out. It may be synchronous between levels of abstraction in both views, for instance comparing toolset health and product volumes at an operation. At other times information may need to be combined from different levels of abstraction as with the health diagnosis scenario discussed above (section 6.4.2).
A representation that displays multiple levels of abstraction allows us to visually jump between the metrics. This is the case with the process view where we can see product volumes at both operation and segment levels. Alternatively, interactive techniques can show contextual information on demand. The unfolding matrix in the functional view hides lower level data behind higher level metrics until they are requested. While these techniques allow us to navigate either hierarchy independently, the use of contextual linking could allow us to navigate them together making their relationship even more explicit.
Contextual Linking
We have already pointed out how contextual highlighting allows the user to identify relationships between views. Contextual linking would further extend this by allowing interaction with one hierarchy to control the display of the other. Above we describe how rolling over an operation in the process flow can highlight the related functional area. A contextual link would drill down into the functional view to the appropriate level of detail. For instance, when the user clicks on an operation in the process flow the engineering view would expand to display the related toolset.
This has further implications for the design of the process view. If the process flow operations are to be clickable there is a lower limit to the size that can be used to represent them. In the current design, area is used to encode product levels. However, at very low levels of production this area may be too small to act as a target. If we examine the activity being carried out on the display we can see that there is another option. Users are viewing the product volumes to note peaks or troughs in the data. Their task is not to estimate quantitative differences between adjacent operations but rather to understand the ordinal relationship between groups of operations. This is a simpler task and requires less detailed information. We carry out a scale transformation on the data turning detailed quantitative data into a series of ordinal ranges. Ordinal data can be supported by a wider select of visual variables including tonal value or shade [4] . By fixing the area of the operation and encoding the product volume using tonal value we can provide the user with a clickable representation of the process view ( fig. 12 ) thus allowing for contextual linking. 
Conclusions
EID provides us with a useful framework for designing interfaces for complex sociotechnical systems. However, its application to large scale systems is not as straightforward as the approach given in the original framework.
In its first stage, the use of physical decomposition in the ADS is only useful where the physical constraints of the system match its process-flow. The introduction of circulation into process flows makes this approach unsuitable and requires functional constraints to be used instead. The manufacturing and engineering functional constraints associated with HVM are conflicting and cannot be integrated. Instead a modification of the ADS can allow us to integrate two abstraction hierarchies into an abstraction lattice.
In the second stage, we note that the "principles of visual display" discussed in section 2.2.2 are easily applied to smaller domains but less easily achieved with large complex domains. The scale of the Fab and the lack of a physical decomposition makes visual chunking unsuitable for embedding the ADS. Instead we must use more advanced visual techniques to represent our Abstraction Lattice.
Three major goals must be achieved to support KBB in the final interface. Firstly, both abstraction hierarchies must be explicitly expressed. Secondly, the hierarchies must be differentiable and compatible. Thirdly, cross-hierarchy relationships must be made explicit.
A design rationale has been produced which draws on the ADS to achieve these goals. Each hierarchy can be independently analysed under the terms of tasks, data types and structural depth. This information can be combined with guidelines for graphical data representation to inform the manner of hierarchical representation. Relationships between the two hierarchies can be established using a combination of visual organisation and interactive techniques.
